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FIREMAIN J0CKEY PUMP INSTRUCTI0N PLACARD
 1.  ALIGN VALVES AS SH0WN F0R SUMMER M0DE WHEN
0PERATING IN ICE FREE WATERS.
2.  ALIGN VALVES AS SH0WN F0R WINTER M0DE WHEN
0PERATING IN ICE.
3.  CLEAN STRAINER WHEN PUMP SUCTI0N GAUGE READINGS
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